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* Minutes of review of last meeting

Date: 21/10/20

e meeting held on Saturday ,19th

Sept 2020, at 11.00am in the Hospital Council Hall ,0f Ashwini Rural Medical College

l T’m;{ :ame Current
Points Action to be taken Responsibility , Status of
cornple.tlon .
of action
Treadmill Treadmill machine
machi software was Biomedical 1/C | Procogs Lrocess
chine
corrupted. Completed | Completed
| Multipara Multipara monitors
monitor ._?PoZ was not working Biomedical I/C | Process Process
in major 0.T Completed | Completed
Autoclave muachine in | |
AT CSSD was not working
machine due to water leakage qt | Biomedical 1/C | Process Process
the door side Completed | Completed
' Electrical 1/C
MCP manual All MCP manual call Process
call point point should be Process Completed
repaired. Completed
Ups 12KVA UPS was not Electrical 1/C
working in blood Process Process
bank. Completed | Completed
Tally software Tally software in
account dept was not ,
working properly due ITI/C Process Process
Completed | Completed

to problem in /
operating syster.”
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e Newer points discussed in the meeting.

Tlm;{ :ame Current
Points Action to be taken Responsibility , Status of
completion ,
. the action
of action
Both the filter motor of | Electrical 1I/C Process
STP STP machine was not initiated Process
working . initiated
UPS was not working Electrical I/C Process
IT(UPS) due to power card initiated Process
failure. initiated
. Suction machine was Biomedical I/C
Suction . Process
not working due to o Process
machine leakage of cap in ENT initiated | jpitigted
OPD.
. Syringe pump was not | Biomedical 1/C Process
Syringe pump working due to over use initiated | Process
in CVTS. - initiated
Hospital Hospital network was T I/C Process
Network down as uplink was initiated Process
disconnected. initiated
Tally server Tgll)/ server was ITI/C Process
disconnected from L Process
networking due to fire initiated | jpirigted
wall issue.
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o Minutes of the Mamtenance Committee meeting held on Friday ,19t
© June 2020, at 11.00am in the Hospital Council Hall ,0f Ashwini Rural Medical College
Hospital & Research Centre, Sola pur.
* Minutes of review of lust meeting v
I Fzm; Jranie Current
; , , — or
) Points Action to be taken Responsibility | ommletion Status of ]
) comple the action |
"‘ of action | f
Street Lights Campus street lights iy , o S [
, cable was short. Electrical I/C LProcess Pz COS5S [
Completed | Completed
Power house o !
: ‘ Submissive motor was - ,- f
motor not working. Electrical I/C | Process Lrocess
Completed | Completed |
_ . _ Lift door was not
Hospital Lift getting closed due to Electrical I/C Process Process
sensor problery, < Completed | Completed
)\ Medical Software was going _
| divisi offline as sever Process
i inedivision / 5 .5€ - B e T
. operating system was Iriyc S BOGES Completed
software . X Completed
) : corrupted. L
" | Equipment Cell counter machine
' was not working in Process Process
CCL. Biomedical I/C | Completed | Completed
— : , = i
Equipment ETO machine was not \
working due to |
vaccum leakage, Biomedical 1/C | Process Process f
Completed | Completed |
n
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* Newer points discussed in the meeting.
Tim j g::ame Current
Points Action to be taken Responsibility Co e o | Statusof
: completion _ ,
, the action
v of action
Treadmill . . ) ‘ocess
! am Treadmill machine {DI 'i?et“d Process
machine i , . | o iitiate Proc
i software was corrupted Biomedical 1/C initiated
Multipara Multipara monitors Process i
"moni tor S$Po2 was not working initiated Process }
' in major O.T Biomedical 1/C initiated
| Autoclave /Ezfoclave Inachine in Process ,)
CS5D was not working nitiated Process
muchine due to water leakage at | Biomedical I/c | Umtated | iored
the door side
MCP manual All MCP manual call Electrical I/C Process
N y P ) . o, | 8 e 1\
call point pomLfshouIa' be initiated fz ocess
SR repaired, : initiated
UpPs 12KVA UPS was not Electrical 1/C Process
working in blood initiated | Process
bank. initiated
Tally software Tally software in
‘ account dept was not Process Process
working properly due IT1/C initiated | initiated
‘ to problemn in -
' operating systém.
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Minutes of the Maintenance Committee meeting held on Wednesday ,10t

March 2021, at 11.00am in the Hospital Council Hall ,0f Ashwini Rural Medical
College Hospital & Research Centre, Solapur.

e Minutes of review of last meeting

Tlme({ :ame Current
Points Action to be taken Responsibility mf Yotiots Status of
comprerk the action
ofaction | =~ .
ITI/C . s
Library Library software wus I.Drocess Pr ocefs :
‘Software not working properly. completed Rl
Store software was not ITI/C ‘ ,
| Process Process
Store software working properly as Ioted
network was completed | completed
disconnected.
Biomedical 1/C _
O.T table was not Process Process
0.T Table working due to over completed | completed
use.
Biomedical 1/C
. ABG machine not Process | Pracess
Al working due to PO2 completed | completed
parameter problem.
Hospital lift Hospital lift was not Electrical I/C ‘ _
working due to sensor Process | Process
problem. completed | completed
EPBX EPBX was not Electrical I/C
working due to Process | Process
problem i'ry%‘. completed | completed
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e Newer points discussed in the meeting.

Tim e{:ame Current
Points Action to be taken Responsibility J , Status of
completion e
. the action
of action .
HMS Software | HMS software not working Irijc {Dr.o?ess Z;Zf;;:d
properly in reception. initiated ,
Network Discontinue network connectivity ITl/ C_ ‘ I'Drlo.ce‘ss 5;‘;;’::: d
in RG]AYDept initiated
BSC Software | BSC software not working in frije I.Dr'o‘cess gzri(;g;;d
blood bank. initiated
Multipara In minor OT SPO2 probe problem Biomedical | Process Process
monitor Multipara monitor not working I/c initiated initiated
properly. ~ .
Anesthesia In major OT,02 rotameter was Biomedical | Process Process
Machine not working properly I/c initiated initiated
Autoclave In CSSD Autoclave machine was | = Biomedical | Process Process
machineno 1 | not working I/c initiated initiated
Light source In.EN T OT light source not Biomedical I/c | Process Process
working . initiated | initiated
upPs In Cathlab UPS was not working. Electrical 1/C | process Process
; initiated initiated
STP STP Filter motor body was short | Electrical I/C | Process Process
circuited . initiated initiated
Ve
Dean,

Ashwini Rural Medical College & Hospital
Research Centre ,Kumbhari Solapur
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Minutes of the Maintenance Committee meeting held on Tuesday ,29t
Dec 2020, at 11.00am in the Hospital Council Hall ,of Ashwini Rural Medical College
Hospital & Research Centre, Solapur.

e Minutes of review of last meeting

s

/
T'm;({ :ame Current
Points Action to be taken Responsibility leti Status of
compretion |y uction
of action
Electrical I/C
Buth the filter motor of
STP STP machine was not Process Process
working . Completed | Completed
Electrical I/C
ITUPs) UPS was not working ‘
¢ due to power card Process Process
failure. Compleled | Completed
, Suction machine was Biomedical l/C
Suction ;
not working due to
machine leakage of cap in ENT Process Process
OPD. Completed | Completed
Biomedical 1/C
) Syringe pump was not Process
Syringe pump working due to over use Process Completed
in CVTS. Completed '
Hospital Hospital network was ITI/C
Network down as uplink was Process Process
disconnected. Completed | Completed
Tally server Tally server was ITI/C
disconnected from :
ing due to Process Process
ll issue. Completed | Completed
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e Newer points discussed in the meeting.

fune ’rﬂ'ame Current
Points Action to be taken Responsibility fo . Status of
completion ,
. the action
of action
Library Library software was iy I.Dr.(;.ce;sd Process
: initiate
Software not working properly. initiated
Store software was not IT1/C
\Store software working properly as Process Process
, network was initiated | iniriated
disconnected.
T O.T table was not Biomedical 1/C 'Process -
‘ : inittated | Process
working due to over use. e
| initiated
. ABG machine not Biomedical 1/C Process
ABG Machine working due to PUZ initiated | Process
parameter problem. ‘ initiated
Hospital lift Hospital lift was not Electrical 1/C Process
working due to sensor initiated Process
problem. initiated
EPBX EPBX was not Electrical I/C Process
working due to initiated | Process
[ problem in UPS, initiated
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Minutes of the Maintenance Committee meeting held on Saturday ,19th
Sept 2020, at 11.00am in the Hospital Council Hall ,0f Ashwini Rural Medical College
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® Minutes of review of last meeting

r : T'm;{ :ame Current
} Points Action to be taken Responsibility completion | Status of
pre the action
of action
Treadmill Treadmill machine
* | machine software was Biomedical 1/C | Process Process
corrupted. Completed | Completed
 Multipara Multipara monitors
T L.S'Po‘? L_vasn n;t working Biomedical I/C | Py, o Process
e, Completed | Completed

Autoclave machine in

CSSD was not working

? | machine due to water leakage at
the door side

Autoclave -
Biomedical I/C Process Process
Completed | Completed

' Electrical 1/C
MCP manual All MCP manual call Process
call point POi"t'ShOUId be ' Process Completed
repaired. Completed
UPS 12KVAUPS wasnot | Electrical I/C N
working in blood Process Process
bank. Completed | Completed
Tally software Tally software in T
account dept was not
orking properly due ITI/C Process Process
“/’Z problem in Completed | Completed
/gperating System.




